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Renovate for Medical Offices
Building 101 - 2nd Floor
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5.29.15AMENDMENT NO. 5

MECHANICAL LEGENDS, NOTES,
ABBREVIATIONS & SCHEDULES

MH0-1

(APPLIES TO ALL 'MH' SHEETS)

SIZE

MIN

ALLOWABLE

AIR FLOW

MAX

ALLOWABLE

AIR FLOW

DUCT INLET
SIZE

MAX APD

(NOT INCL.

COIL)

MAXIMUM SOUND POWER LEVEL HOT WATER HEATING COIL

OCTAVE BANDS @ 1.5" INLET SP

EAT EWT

 MIN MAX WPD PIPE RUNOUT
SIZE TO COIL

CFM CFM IN IN WG 2 3 4 5 6 7 °F °F GPM FT IN

AIR TERMINAL UNIT SIZING SCHEDULE

DEMOLITION CONTROL NOTES:

THE AHU-1 DUCT DIFFERENTIAL SENSOR WILL NEED TO BE REMOVED

AND RE-INSTALLED A MINIMUM OF 4 WEEKS PRIOR TO ANY DEMOLITION

WORK. REFER TO DETAIL 2/MH6.1 FOR REQUIREMENTS
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